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ABSTRACT 
STUDY ON DISCHARGE HEAT UTILIZATION OF 250 MWe PCMSR TURBINE SYSTEM FOR 
DESALINATION USING MODIFIED MED. PCMSR (Passive Compact Molten Salt Reactor) is one type 
of Advanced Nuclear Reactors. The PCMSR has benefit charasteristics of very efficient fuel use, high safety 
charecteristic as well as high thermodinamics efficiency. This is due to its breeding capability, inherently safe 
characteristic and totally passive safety system. The PCMSR design consists of three module, i.e. reactor 
module, turbine module and fuel management module. Analysis in performed by parametric calculation of 
the turbine system to calculate the turbine system efficiency and the hat available for desalination. After that 
the mass and energi balance of desalination process are calculated to calculate the amount of distillate 
produced and the amount of feed sea water needed. The turbine module is designed to be operated at 
maximum temperature cycle of 1373 K (1200 ºC) and minimum temperature cycle of 333 K (60 ºK). The 
parametric calculation shows that the optimum turbine pressure ratio is 4.3 that gives the conversion 
efficiency of 56 % for 4 stages turbine and 4 stages compressor and equiped with recuperator. In this 
optimum condition, the 250 MWe PCMSR turbine system produces 196 MWth of waste heat with the 
temperature of cooling fluid in the range from 327 K (54 ºC) to 368 K (92 ºC). This waste heat can be utilized 
for desalination. By using MMED desalination system, this waste heat can be used to produce fresh water 
(distillate) from sea water feed. The amount of the destillate produced is 48663 ton per day by using 15 
distillation effects. The performance ratio value is 2.8727 kg/MJ by using 15 distillation effects. 
 
Keywords: PCMSR, discharged heat, MMED desalination 
 
ABSTRAK 
STUDI PENGGUNAAN KALOR BUANGAN DARI SISTEM TURBIN PCMSR BERDAYA 250 MWe 
UNTUK DESALINASI MENGGUNAKAN METODE MED TERMODIFIKASI. PCMSR (Passive 
Compact Molten Salt Reactor) merupakan salah satu tipe dari Reaktor Nuklir Maju. PCMSR memiliki 
keuntungan berupa penggunaan bahan bakar yang sangat efisisien, sifat keselamatan tinggi dan  sekaligus 
efisiensi termodinamika yang tinggi.  Hal ini  disebabkan oleh kemampuan pembiakan bahan bakar, sifat 
keselamatan melekat serta sistem keselamatan yang secara total bersifat pasif. Desain PCMSR terdiri dari 
tiga modul, yaitu modul reaktor, modul turbin dan modul pengelolaan bahan bakar. Analisis dilakukan 
dengan melakukan perhitungan parametrik sistem turbin untuk menghitung efisiensi sistem turbin dan kalor 
yang tersedia bagi desalinasi. Selanjutnya dilakukan perhitungan neraca massa dan neraca energi proses 
desalinasi untuk menghitung jumlah distilat yang dihasilkan serta umpan air laut yang dibutuhkan.  Modul 
turbin PCMSR dirancang untuk dapat dioperasikan pada suhu siklus maksimum 1373 K (1200 ºC) dan suhu 
siklus minimum 333 K (60 ºK). Perhitungan parametrik menunjukkan bahwa perbandingan tekanan turbin 
yang optimum adalah 4,3 dan memberikan efisiensi maksimum sebesar 56 % dengan menggunakan 4 tingkat 
turbin serta 4 tingkat kompresor yang dilengkapi dengan rekuperator. Pada kondisi optimum ini, turbin 
PCMSR dengan daya keluaran 250 MWe menghasilkan kalor sisa sebesar 196 MWth dengan suhu fluida 
pendingin berkisar dari 327 K (54 ºC) hingga 368 K (95 ºC). Kalor sisa ini dapat digunakan untuk 
memproduksi air tawar dengan cara desalinasi air laut. Dengan menggunakan sistem desalinasi MMED, 
jumlah destilat yang dapat dihasilkan adalah 48663 ton per hari dengan menggunakan 15 efek destilasi. 
Nilai rasio performansi adalah 2,8722  dengan menggunakan 15 efek destilasi. 
 
Kata kunci: PCMSR, kalor sisa, MMED desalinasi 
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INTRODUCTION 
The human energy need is predicted to increase as the increasing of the worldwide human 
population as well as the requirement for better life. Meanwhile, the conventional energy resources  
(coal, oil and natural gas) in which has been used to fullfile most of human energy demand recently 
has been being diminish. Moreover, the uses of the recently conventional power plant accumulate the 
greenhouse gas. Thus the use of the conventional energy resources must be reduced. Nuclear energy is 
one of the alternative energy resources that has been proven technologically and economically.  
The quantity of the known proven natural uranium by now is 5000 kilo tons [1, 2]. The number 
of the worldwide nuclear reactor recently is 470 units with the total capacity power  of 400 GWe [1]. If 
the worldwide nuclear energy contribution will be kept constant to the recent power level by using the 
recent nuclear reactor technology, the worldwide known proven nuclear fuel resources can supply the 
nuclear power only for 50 until 80 years  [1].  
The recent nuclear reactor actually utilize the natural fissile U-235 from the whole natural 
uranium resources. Due to the fact that U-235 is only 0.71 % of mass fraction from total uranium 
resources, it mean that recent nuclear reactor only utilized less than 1 % nuclear fuel resources (i.e. 
uranium). More than 99 % of the nuclear material can not be used by the recent nuclear technology. 
This material ios discharged in the form of depleted uranium and spent fuel. Another potential nuclear 
fuel resources, i.e. thorium still can not be used. 
By these reasons, it is urgent to develop innovative nuclear reactor designs to use the nuclear 
fuel resources for more efficient, to reuse the nuclear wastes and to use the other potential nucler fuel 
resource, i.e. thorium. By the use advanced nuclear reactor with breeder capability, all of the fissile and 
fertile material can be used. The such reactor can utilize 150 times more efficient in term of natural 
nuclear fuel resources [3]. It means that the proven uranium and thorium resources known  and the 
wastes from the recent nuclear technology can be used to replace all of the using conventional fuel 
worldwide for more than 1000 years.  
One of the advanced nuclear reactor design is the PCMSR (Passive Compact Molten Salt 
Reactor). PCMSR is designed to use thorium by converting it to U-233. Moreover, the reactor must 
fulfill safety criteria, i.e. negative power feedback, totally passive safety system and self power 
regulating capability [4,5]. 
Another important problem is increasing need of consumed water, whereas the clean water 
resources gradually diminish in the future. More than 99 % of worldwide water resources is saline 
water [6]. The fresh water resources such as ground water resources, rivers and lakes are now in 
gradual reducing quality due to contamination and ecosystem destruction. The increasing of world 
population and the reducing of fresh water resources will cause fresh water scarcity in the future. In 
2025, it is estimated that two third of world population will suffer fresh water splay problem [6] 
specifically in the area of Africa, Latin America, South Asia and South Asia. Desalination technology 
promises the solution of fresh water scarcity. Desalination technologies have been developed in 
Middle East area for fresh water supply.  The recent total capacity of desalination is 36 billion m3 of 
feed water [6].  
However, most of the recent desalination uses energy that primary generated from conventional 
carbon or hydrocarbon energy resources (coal, oil or natural gas). Increasing desalination capacity in 
the future will increase environment problem such as global warming if the conventional carbon or 
hydrocarbon energy resources continually used of desalination.  
Thus the alternative and cheap energy source for desalination should be used to overcome the 
increasing capacity of desalination in the future. The discharged heat from nuclear power plant can be 
used as cheap energy source for desalination.  
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FUNDAMENTAL THEORY 
PCMSR (Passive Compact Molten Salt Reactor) 
Passive Compact Molten Salt Reactor (PCMSR) is one of advanced nuclear reactor design. 
PCMSR use thorium based fluoride salt. The equilibrium composition of the PCMSR fuel is 29.4 % 
mole 232ThF4,  mole 70 % 7LiF, 233UF4 and the rests are minor actinides and fission products) [7]. 
PCMSR use graphite as moderator and structure. The mixture of NaF-LiF-KF [8] salt is used as 
intermediate coolant.  
The use of molten salt fuel combined with graphite moderator gives some important benefits, 
i.e. [9] : 
a. The reactor can be operated at very high temperature at low pressure, thus high efficiency of 
energy conversion meanwhile and elimination of pressure expansion accident probability can be 
achieved. 
b. On line refueling and fuel reprocessing system can be incorporated. This gives benefit to reactor 
safety due to low excess reactivity as well as simple fuel handling.  
c. Pa-233 can be removed from reactor  allow it to decays to become U-233. This can increase the 
reactor breeding capability. 
d. The fertile material Th-232 gives strong contribution to achieve relatively large negative 
temperature coefficient. 
e. The resulting of point b, c and d is the possibility to design the reactor core which has inherent 
safety characteristic, eliminate the probability of power excursion and make the possibility of 
incorporating the passive shutdown system.   
f. The high temperature operation makes the PCMSR can potentially be used as high temperature 
heat supply system as well as efficient electric power generation. The high temperature heat can 
be used as many commercial application such as efficient hydrogen production, coal gasification 
and liquefaction, metal ore reduction etc. 
Having breeding capability and applying on line refueling and fuel reprocessing, PCMSR will 
greatly reduce the cost related to fuel preparation and radiaoctive waste treatment. The next reduction 
cost of PCMSR is the reduction of capital cost. 
Reducing capital cost can be done by simplifiying the design and by reducing construction time 
period. In PCMSR design, the concept of integral and modularity is applied. All of the components of 
the system are grouped into several modules. The module consists of several components that have 
closely related function. Each module is designed so that it can be completely fabricated and tested in a 
workshop. The module is then completely transported and erected to the powerplant site as 
constructed. Thus the construction period will be significantly reduced. PCMSR has three main 
modules, i.e. reactor module, turbine module and fuel management module.  
 
The Turbine Module of PCMSR  
Using graphite moderator and very high boiling point of fuel and coolant salt [9], PCMSR is 
operated at very high temperature. With high temperature, the use of multi heating, multi cooling and 
regenerating Brayton Cycle gas turbine is more suitable than the use of Rankine cycle steam turbine. 
Thus the PCMSR uses heating, multi cooling and regenerating Brayton Cycle gas turbine. Figure 1 
shows the schematic diagram of the PCMSR turbine system coupled with modified MED desalination 
system.  
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Figure 1. The schematic diagram of a PCMSR system using multi stage regenerative Brayton  cycle 
coupled with modified MED System 
 
Desalination System 
The desalination type used to be coupled with the PCMSR turbine system is the Modified Multi 
Effect Distillation (MMED). The MMED is similar to the Multi Effect Distillation (MED), i.e. the use 
of heat of condensation from the previous effect to evaporate the feed water in the next effect. Among 
the other desalination system, the MED has the benefit of the highest distillate product mass per unit 
input energy. In MED system, the heat source fluid gives heat only for the first effect. In MMED the 
heat source fluid gives additional heat for each effect. The aim of this additional heating is to use all of 
heat content of the heat source fluid.  
 
METHOD 
The calculation method involving two steps, i.e., general parametric optimization of the PCMSR 
turbine system and general calculation of the MMED desalination  
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General Parametric Optimization Of The PCMSR Turbine System 
The first step is general parametric optimization of the PCMSR turbine system. The first goal of 
this calculation is to provide an optimum operation condition that gives maximum energy conversion 
efficiency at a temperature range suitable with reactor operation temperature. The second goal is to 
provide the waste heat available for driving the desalination system. The energy conversion efficiency 
of multi heating, multi cooling and regenerating Brayton cycle can be formulated as : 
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The waste heat available for desalination is then can be calculated as: 
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General Calculation of the MMED Desalination 
MMED calculation is focused on mass and energy balance calculation. The aim of this 
calculation is to provide the amount of distillate product per unit input energy for various stage number 
of desalination.  
 
Mass And Heat Balance of the jth Effect of Distillation 
The mass balance of the jth effect of distillation can be formulated as : 
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where:  
 Fm ,& = M!"" #$%& '!)* %# "*! &!)*' #**+ %, j
th distillation effect (kg/s) 
1, -jBm& = M!"" #$%& '!)* %# -'.,* %/)$*) #'%0 3j-1)
th effect enter the  jth effect (kg/s) 
4Bm ,& = M!"" #$%& '!)* %# -'.,* %/)$*) #'%0 j
 th effect (kg/s)  
7
, -jDm& = M!"" #$%& '!)* %# +.").$$!)* %/)$*) #'%0 3j-1)
th effect enter the  jth effect (kg/s) 
8Dm ,& = M!"" #$%& '!)* %# +.").$$!)* %/)$*) #'%0 j
 th effect (kg/s)  
4Em ,& = M!"" #$%& '!)* %# ,%, 9%,+*,"!-$* :!" %/)$*) #'%0 j
 th effect (kg/s) 
;, -jHm& = M!"" flow rate of heating fluid outlet from (j-1)
th effect enter the  jth effect (kg/s) 
<Hm ,& = M!"" #$%& '!)* %# >*!).,: #$/.+ %/)$*) #'%0 j
 th effect (kg/s)  
In this case, the heating fluid is the cooling water of the turbine cooler. By assuming that the 
distillate and the non condensable flow do not contain salt, the mass balance of salt of the jth of can be 
constructed as: 
?BjBjBjBWjF mmm ,,1,1,, ccc &&& =+ -- 3@A 
&
>
*'*w  
B
c = S!$) 9%,)*,) %# "*! &!)*' #**+ 3D: "!$) F D: !.'A 
G
, -jBc = S!$) 9%,)*,) %# -'.,* %/)$*) #'%0 3j-1)
th effect ((kg salt) / (kg water)) 
KB,c = S!$) 9%,)*,) %# -'.,* %/)$*) #'%0 j
 th effect ((kg salt)/ (kg water)) 
The energy balance of the jth effect of distillation can be formulated as : 
LHjHjHjHjH Qhmhm ,1,1,,, -= --&& OPQ 
UEjEjDjDjBjBjDjHjBjBjFjF hmhmhmQQhmhm ,,,,,,..1,1,,, &&&&& ++=+++ -- OXQ 
Y )jDjDjDjD hhmQ ,1,1,. -= --& OZQ 
[HjHjH TmQ ,,, D= & O\Q 
]^_`_a
 
b, -jHh c defghi^k lm ^_gfken mhokq lofh_f m`lr Oj-1)
th effect enter the  jth effect j (kJ/kg) 
sHh , c defghi^k lm ^_gfken mhokq lofh_f m`lr j
 th effect (kJ/kg) 
tFh , c defghi^k lm u_g ]gf_` keh_f gf j
 th effect (kJ/kg) 
v, -jDh c defghi^k qkufkhhgf_ i`lqoxf lofh_f m`lr Oj-1)
 th effect (kJ/kg) 
yDh , c defghi^k qkufkhhgf_ i`lqoxf lofh_f m`lr j
 th effect (kJ/kg) 
z, -jBh c defghi^k {`ke_ lofh_f m`lr Oj-1)
th effect enter the  jth effect j (kJ/kg) 
|Bh , c defghi^k {`ke_ lofh_f m`lr j
 th effect (kJ/kg) 
|
Eh , c defghi^k ele xleq_eug{h_ ngu lofh_f m`lr j
 th effect (kJ/kg) 
}
HQ , c ~_gf f`geum_``_q gf gokhkg` ^_gf_` lm j
 th effect (kW) 
}DQ , c ~_gf f`geum_``_q { qkufkhhgf_ lofh_f lm Oj-1)
th effect distillator (kW) 
HT ,D   Ł     Ł Ł    j
 th effect (K or ºC) 
The MMED system in this case is designed to has equal temperature difference for each effect. 
This temperature difference can be calculated as :  
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Þßà
T Ä ÙÏÆÏÊÍÊ Ç½ÊË½¾ÌÇÍ¾½ ÒÈ Î½ÛÌÜÏÆÌÇÏÒÆ ÛÝÛÇ½Ê ÐÉÒÆÎ½ÆÛ½¾ Ç½ÊË½¾ÌÇÍ¾½Õ ÐÑ Ò¾ ÓÔÕ 
áââáãä
N Ä åÍÊæ½¾ ÒÈ ½ÈÈ½ÉÇ 
Mass And Heat Balance of Final Brine Flasher 
Final brine flasher is used for flashing the brine produced by the last effect. This flashing will 
give additional amount of distillate. The total mass balance, salt mass balance and energy balances of 
the final brine flasher can be formulated as :  
ç,1,, ++ += NBNDNB mmm &&& èééê 
ë,1,,, ++= NBNBNBNB mm cc && èéìê 
í,1,1,1,,, ++++ += NBNBNDNDNBNB hmhmhm &&& èéîê 
ïðñòñ ó 
ô
Bm ,& õ ö÷øñù úòû÷ñ üøýï òþùñ üòýß ùðñ øþIù ñüüñ ù (kg/s) 
1, +NDm& õ Oùøñù ûIùûøøþùñ üøýï òþùñ ýü ùðñ üû÷þø úòû÷ñ üøþIðñò èIê 
, +NBm& õ Oùøñù úòû÷ñ üøýï òþùñ ýü ùðñ üû÷þø úòû÷ñ üøþIðñò èIê 
NB,c õ Sþøù  ý÷ùñ÷ù ýü û÷øñù úòû÷ñ üòýß ùðñ øþIù ñüüñ ù ((kg salt)/(kg water)) 
, +NBc õ Sþøù  ý÷ùñ÷ù ýü ýùøñù úòû÷ñ üøýï òþùñ ýü ùðñ üû÷þø úòû÷ñ üøþIðñò ((kg salt)/(kg water)) 
Bh , õ E÷ùþø	ðû ýü û÷øñù úòû÷ñ üòýß ùðñ øþIù ñüüñ ù (kJ/kg) 


, +NDh õ E÷ùþø	ðû ýü ýùøñù ûIùûøøþùñ ýü ùðñ üû÷þø úòû÷ñ üøþIðñò (kJ/kg) 

, +NBh õ E÷ùþø	ðû ýü ýùøñù úòû÷ñ ýü ùðñ üû÷þø úòû÷ñ üøþIðñò èê 
Mass And Heat Balance of Condenser 
Condenser is used to condensate the distillate produced by the final effect. The condenser uses 
sea water as coolant. Large part of the sea water after passing through condenser is discharged back to 
the sea. A small part of the sea water after passing through condenser is used to the desalination feed. 
The mass balance of condenser can be formulated as : 
CECDNDND mmmm ,,1,, &&&& +=+ + ( 
USW mmm &&& += ( 
w   

Em ,& =  fffifl ffifl  flw ff  !  ("#$ 
%Dm ,& = D&&flflff  flw ff    !  flff    ("#$ 
', +NDm& = D&&flflff flow rate enter condenser from the final brine flasher (kg/s) 
)Dm ,& = D&&flflff ffifl  flw ff   ("#$ 
W
m& = Tfffl ff wff  flw ff    fl&# ("#$ 
*
m& = +ff wff  flw rate for desalination feed (kg/s) 
,
m& = +ff wff  flw ff &ff# fiff"   ff ("#$ 
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The energy balance of condenser can be formulated as : 
 
FinWWoutWW Qhmhm += ,, && GHKL 
MCECECDCDNDNDNDND Qhmhmhmhm ++=+++ ,,,,,,1,1, &&&& GHPL 
where : 
iQWh , R XYZ[\ [Y\]Z^_` a[] b]\[c dec feYg[Ya[c feeZ`Yh GjkljhL 
omnWh , R pq\Z[\ [Y\]Z^_` a[] b]\[c dec feYg[Ya[c feeZ`Yh GjkljhL 
rDh , R pq\Z[\ [Y\]Z^_` ed g`a\`ZZ]\[ GjkljhL 
s
Dh , R pq\Z[\ [Y\]Z^_` ed YeY feYg[Ya]tZ[ GjkljhL 
uDh , R XYZ[\ [Y\]Z^_` ed g`a\`ZZ]\ dcev \_[ Z]a\ [dd[f\ GjkljhL 
x, +NDh R XYZ[\ [Y\]Z^_` ed g`a\`ZZ]\ dcev \_[ Z]a\ tc`Y[ dZ]a_[c GjkljhL 
y
Q R z[]\ transferred in condenser (kW) 
RESULT AND DISCUSSION 
General Parametric Optimization of the PCMSR Turbine System 
Table 1 shows the general parametric optimization result for 4 stages turbine and 4 stages 
compressor. The efficiencies of the turbine system is calculated using equation (1) for various values 
of the turbine inlet temperature. In this calculation, some parameters are assumed to have the values as 
follows [10] : {regeneratoF
p ,D = 0,7 bar, |regeneratoE
p ,D = 0,7 bar, }p = 60 bar, ~T = 333 K, h = 88 %, 

h = 93 %, h = 99,9 %, h = 98,8 %, h = 99 %, h = 97 % , TD = 50 K, 
h
= 99,3 %,  

h
= 99,3 %. 
 
Tabel 1. Efficiency of multi reheat multi cooling regeneratif Brayton cycle of PCMSR turbine 
system with turbine inlet temperature of 1373 K as function of the number of stage and turbine 
pressure ratio (RPE)  
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Table 1 shows that the overall efficiencies become higher as the maximum temperature (turbine 
inlet temperature) increases. This case is consistent with the basics thermodynamics theory. At every 
turbine inlet temperatures, there are maximum values of turbine pressure ratio that gives maximum 
efficiencies. Due to safety, the maximum fuel temperature of PCMSR is limited to 1473 K. This 
limitation gives the maximum PCMSR turbine inlet temperature of 1373 K.  For PCMSR this 
«¬¬N 1411­®¯°±
²³´³µ ¶
¯°2/AU2/P2MI-LIPI/04/2012 
¬·¸¹º »¼ ½¾¿ÀÁÂ
µ
ÃÄ ÅÄÂ· Æ·¾Ç¾ÈÂ·¾
³
¼ Of.........  
ÉÊ
¼¹Â¼Ã
Ë
¾¹¾ ÅÂ
µ
·
³) 
Ì 
operating temperature, the optimum turbine pressure ratio is approximately 4.3 that gives the 
maximum efficiency of 56 % for the turbine system with 4 turbine stages and 4 compressor stages.  
The PCMSR turbine is designed to gives electrical output of 250 MWe. By using equation (2), 
the waste heat available for desalination can be calculated. The waste heat available for desalination is 
obtained to be 196 MWth. 
 
General Calculation of the MMED Desalination 
The aim of the MMED calculation is to provide the amount of the distillate produced by the 
MMED desalination system by using the amount of the available waste heat as the energy source. The 
calculation is generally based on the heat and the mass balance formulated by equation (3) until 
equation (14). The heat source fluid in this case is the cooling water of the turbine system compressor 
cooler. The heat source fluid enter the desalination system at the temperature of 368 K (95 ºC) and 
leaves the desalination system at the temperature of 327 K (54 ºC). The maximum temperature of the 
desalination system is 360 K (87 ºC) at the first effect. The minimum temperature of the desalination 
system is 311 K (38 ºC), at the condenser. The salt concentration of the sea water feed is assumed as 
30 g of salt per 1 kg sea water [11]. The desalination calculation results for various number of effects is 
shown by Table 2. Performance ratio is defined as the mass of total distillate produced per unit heat 
input from the heat source fluid.  
 
Table 2. Calculation result of MMED system using 196 MWth heat source with various number of 
effects 
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In the case that the number of effect is one (i.e. Single Effect Distillation = SED), the 
desalination system is simply consist of one evaporator (i.e. the first effect) and condenser. All of the 
available heat from the heat source fluid is used to evaporate the feedwater in the first effect. The 
steam of distillate produced is then condensed in the condenser, thus the heat is dissipated to cooling 
sea water. If all of the available heat for desalination is utilized, the mass flow rate of the destillate 
produced can be calculated as the amount of the available heat (196 MWth) divided by the latent heat 
of evaporation of water (i.e. 2403 kJ/kg, at 40 ºC of saturation temperature). In this case, the destillate 
produced by SED is 7035 ton per day.  
In MMED, the available heat is used for all effect of distillation to produce steam of distillate. 
However, as the distillate steam is condensed, its heat content is not directly dissipated to the cooling 
sea water. The latent heat resulting from distillate condensation fron the previous effect is used as the 
additional heat for the next effect of distilation. It means that in MMED, the same amount of available 
heat (196 MWth) can be used for several succesive distilate productions before finally rejected to the 
cooling sea water.   
Effect multiplication value is defined as the ratio of distillate mass flow rate produced by 
MMED to destillate mass flow rate produced by SED. Thus the effect multiplication factor of SED 
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must be one (1). The effect multiplication factor value increases as the number of effect increases. For 
15 effects MMED, the effect multiplication value is 6.9. It means that the 15 effects MMED can 
produce distillate with the mass 6.9 times than mass of water can be evaporated by the amount of heat 
available for desalitation. This characteristic is the important benefit of both of the MED and the 
MMED desalination system. 
In MED desalination system, the heat from the heat source fluid is utilized only for the first 
effect. In MMED, the heat from the heat source fluid is utilized for all effect. This is the benefit of the 
MMED system compared to the MED system. As all of the condensation latent heat from the previous 
effect are completely utilized by the next effect, the next effect recieves more heat than the previuos 
effect (i.e. heat from the heat source fluid and the condensation latent heat from the previous effect). 
The consequence, the next effect can produce more distillate than the previous effect. Table 3 shows 
the calculation result of the 15 effects MMED using the amount of heat from the heat source fluid of 
196 MWth. In this case, the salt content of brine product is assumed as 60 g salt per 1 kg brine. 
The heat available for evaporation of a stage is the sum of heat transferred by the heat source 
fluid at this stage and latent heat of condensation from the previous stage. Table 3 shows that as the 
higher of the stage, the higher the amount of heat available for evaporation. The higher stage 
evaporator  can be fed by with higher mass flow rate of sea water feed. As the consequence, the higher 
stage evaporator (lower operation pressure) can produce more distillate than the lower stage evaporator 
(higher operation pressure).   
The brine produced by a stage of evaporator is not directly discharged, but is utilized for the 
next stage. Thus the total brine product is obtained from the final flasher. The total circulated sea water 
is similar to the see water needed for condenser cooling. Smaller part of the sea water condenser 
cooling is then utilized as the desalination feed water. The rest (larger part) of the sea water condenser 
cooling is discharged back to the sea to dissipate the process heat. 
 
Table 3. Calculation result of 15 effects MMED using 196 MWth waste heat from 250 MWe 
PCMSR turbine system  
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CONCLUSION 
The optimum condition of PCMSR 250 MWe with inlet turbine temperature of 1373 K has been 
calculated. The optimum turbine pressure ratio is approximately 4.3. This condition gives the 
maximum efficiency of 56 % and the waste heat of 196 MWth. This waste heat can be utilized for sea 
water desalination using MMED desalination system. By using 15 effect of MMED desalination 
system, the 196 MWth of waste heat can produce 48663 ton per day of fresh water (distillate), with the 
performance ratio of 2.8727 kg fresh water per MJ of heat input. The effect multiplication value of the 
desalination system is 6.9173.  
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